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Question(s) Answers 

Electrical and FAS need to disconnect and reconnect - Please clarify if it is part of 
scope or not. 

All electric connections, fire alarm connections are on Embassy 
maintenance staff. 

Unit Duct disconnection and reconnection - Please clarify if it is part of scope or not. Yes, it is part of the scope of work. 

Existing Duct support need to be removed and reinstalled to proceed the work 
- Please clarify if it is part of scope or not. Yes, it is part of the scope of the work. 

Kindly confirm the number of HVAC Units duct insulation needs to be replace. The drawing attached to the solicitation indicates the area of the duct 
insulation , and the field visit shows the duct we need to repair it. 

Kindly confirm that supply & installation of the new duct are not part of the scope. You are requested to repair the existing duct if there are any damages. 

Kindly confirm that Insulation & Cladding for the required duct is the only scope of 
work. 

Any works required to facilitate the job of insulation removal is in the 
scope of the work excluding the power conduits, junction boxes, fire 
alarm connection. 

Kindly confirm that Insulation work need to perform over the existing old duct only.  Yes, it is after you remove the old insulation and confirm the condition of 
the duct metal sheet, repair the duct as required before the new 
insulation installed. 

Kindly confirm that Canvas & Weather protection coating are not required for this 
project. They are included. 

Kindly confirm that duct to be insulated will be at roof of the building You are not installing any ducts, you are replacing the duct insulation and 
adding Aluminum Cladding, all works are on the roof. 

Any Plumbing & Fire Alarm System work associated with this project? No. Embassy maintenance team will disconnect any power, fire and 
plumbing connections. And will return them back when job done. 

Please confirm that quantities provided in the II.PRICING table is accurate. They are accurate. 
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Kindly confirm that IZOCAM or equally Approved insulation manufacturer are 
acceptable. Please commit with, IZOCAM glass wool insulation, Size 5cm, pressure 60 

Kindly confirm that 2 units old duct only needs to be treated with duct sealant? When the old insulation is removed, you are required to repair the duct 
from any damages 

Can we use pressure 48 instead of 60 since it's the common used in Jordan? The answer is no, you need to commit with the specs, we look to get top 
isolating for heat cool losses. 

 


